Project Number:

FLOW TEST SUMMARY
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Project Name: WALGREENS REMODEL-HWY 9 AND 204TH ST
Date of Test: February 4, 2014
Conducted / Witnessed by: BURNS FIRE PROTECTION SYSTEMS/CITY OF ARLINGTON

Time

11:00 AM

Hydrant Description: HYDRANT IN PARKING ARCHITECTURAL CABINETS PARKING LOT

Adjusted Adjusted flow
Flow at Static at Static Residual flow in Pitot in GPM at 20
Hyd No Hyd No PSIG PSIG GPM Guage Qutlet Coefficient PSI
Test No. 1 - One 2-1/2" Outlet Flowing
1 | 3 | ooPsi] 80PsSI| 839 GPM| 25| 0.9| 2400
Test No. 2 - Two 2-1/2" Outlets Flowing
1 3 0 PSI 0 PSI 0 GPM 0 0 0
2 3 0 PSI 0 PSI 0 GPM 0 0 0
Combined 3 0 PSI 0 PSI 0 GPM| Total Flow 0
160
::Z = = ==Test No. 1 - One 2-1/2" Outlet Flowing
148 | Test No. 2 - TV\E) 2_-1/2" QOullets li)wing
%
136
132
128
124
120
116
112
108
— 104
2 100
;’ 96
I:‘ 92 e 13
2 s T=~f==-cdao__
9 a4 -l e ——t
[- T ket S —
76 -—--—___ —————
72 e oo
68 -—-_--—-----___'
64
60
56
52
48
44
40
36
32
28
24
20
16
12
8
4
0
150 450 600 750  Flow(GPYfi5ScaleN(1L.8S) 4450 1200 1350

Sprinkler Technology Design, Inc.
ph. 406-582-1936 fax. 406-585-8332




120.00

100.00

80.00

60.00

40.00

20.00

0.00

FLOW GRAPH NON-LOGRITHIMIC SCALE
750 1000 1250 1500 1750 2000 2250 2500 2750 3000

250

500

FLOW TEST SUMMARY

e Test NO. 1 - One 2-1/2" Outlet Flowing

Sprinkler Technology Design, Inc.
ph. 406-582-1936 fax. 406-585-8332

3250




